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GENERAL NOTES:
1. ELECTRICAL CONTRACTOR SHALL BE RESPONSIBLE FOR
REMOVING EXISTING LIGHTNING PROTECTION SYSTEM HARDWARE
AND CABLES.
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— - - — - - 2. THE LIGHTNING PROTECTION SYSTEM SHALL BE INSPECTED AND
APPROVED BY UL WITHOUT VARIATION PRIOR TO FINAL
ACCEPTANCE.
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